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(A) REMOVE ALL EXISTING FINISHES FROM FLOORS & WALLS AT THIS LOCATION
REMOVE EXISTING DOOR, FRAME & HARDWARE
(©) REMOVE ALL EXISTING PLUMBING FIXTURES, CAP OFF PIPES.
(E) OFFICE (E) () REMOVEAND SAVE EXISTING DOOR FRAME & HARDWARE FOR NEW
(E) OFFICE CHIEF (E) SECY / STORAGE LOCATION - SEE FLOOR PLAN
F1-291 RADIOLOGIST WAIT F1.083 (E) REMOVE EXISTING WALL FOR RELOCATED DOOR
F1-287 F1-285 -
— ] (F) REMOVE (E) FLOORING, SEE FLOOR PLAN FOR EXTENT OF REMOVAL
(E) HAC @ REMOVE EXISTING BUMPER GUARD BACK SO THERE WILL BE 2" CLEAR
BETWEEN DOOR/SIDE LIGHT FRAME & HANDRAIL. RETAIN RETURN FOR
F1-281 REUSE
(H) REMOVE EXISTING WOOD HANDRAIL BACK SO THERE WILL BE 2" CLEAR
(E) BETWEEN DOOR/SIDELIGHT FRAME & HANDRAIL. RETAIN RETURN FOR
(E) GENERAL REUSE
| GENERAL PURPOSE (0 NOTUSED
] . PURPOSE RADIOLOGY
RADIOLOGY ROOM 02 (K) EXISTING BUMPER GUARD & HANDRAILTO REMAIN
ROOM 01
HALLWAY F1-209 (L) REMOVE EXISTING BUMPER GUARD AND HANDRAIL
F1-C12 F1-211
DEMO PLAN SHEET NOTES
E) TOILET
(E) OFFICE (E) OFFICE (E) T
F1-217
F1-288 F1-286 (E) OFFICE 1. PATCH AND REPAIR ALL SURFACES DAMAGED IN AREA AFFECTED BY WORK TO MATCH (E)
1280 ADJACENT CONSTRUCTION, UNLESS OTHERWISE NOTED.
' - 2. PATCH AND REPAIR WALLS WHERE OUTLETS ARE MOVED. SEE ELECTICAL DRAWINGS FOR
REMOVED OUTLETS.
3. REMOVE ALL EXISTING CORNER GUARDS.
/ AREA OF WORK
o T » I—
! _—— — — !
| r | |
| || |
| | Lo —————_J ® o ® !
| | [T e | | | |
(E) | | N @) Ay (E) DRESSING| | (E) DRESSING Ll |
RADIOLOGY | RS |, ~ROOM = _ROOM . _
SUITE | | X \L i [Ft2r0 | [F22 | -© 1
| | | © | !
F1-284 | | | |l
l ® | : : (E) TOILET : L L my |
____________ I
1 | R F1-268 1 ne _} |F 1 HALLWAY (E)
| | e ® A ' TF1:c10 CONFERENCE
| | : | / ® ® E) VEST || l ROOM
l | | I_ l:::ég F1-260 : : o | F1-215
e - [
| |
| R 1 ﬁ ": ————=Jy
‘ | || ] I 1 ‘
| ® | : ®) E'NG NEAN || | (E) DRESSING! | |
| | | N 1 ROON |
| ] | | | F1-266 | 4 il [ 1262 @
\ T :l | ~ H @ |
| L |
e N N M !
| o | DEMO PLAN LEGEND
| ®
******************* (E) DRESSING 1
(E) ROOM |
LEARNING F1-264 |
CENTER | (E) - IZZI-CI-ZZ WALLSTOBEREMOVED
|
F1-254 | ELE:J(I;I\,?AL EXISTING WALLS
|
E-1.1
HALLWAY
(E)
WAITING F1-C11
AREA (E) CHEST S
F1-240 ROOM
F1-225
(E) (E)
DRESSING DRESSING
ROOM ROOM
F1-229 F1-227
| |
@ DEMO PLAN
ADDENDUM 1
CONSU LTANTS ARCH |TECTS/EN G | N EERS Drawing Title Project Title Project Number Off f
, , . | 5. ice 0
DEMOLITION ELOOR PLAN Radiology Renovation for . 640-15-129 Construct
ANDERSON BRULE Mammography Building Nur:ibab onstruction
| | - . . ‘ . - | | | | | | CONSTRU CTION and FaCllItIeS
ARCHITECTS Approved: Project Director Location Drawing Number M t
Palo Alto, CA A anagemen
Date Checked Drawn 1 61 &
ADDENDUM 1 08/29/16 DOCU M E NTS 211912016 VA s%PAHCS
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v
[ ]
]
o EQUIPMENT: OWNER FURNISHED, CONTRACTOR INSTALLED.
(E)C(I)-III:IIE:ILCE (E) : ® FOR EQUIP ANCHORAGE, SEE DETAILS 16/A802, 17 /A802, 18/ A802
(E) OFFICE (E) SECY / ,
1291 RADIOLOGIST WAIT STORAGE . 5 TURNING RADIUS
F1-087 F1-285 F1-283 . (©) 30" x 48" CLEARANCE
0 CXC) 0 00000000 O0COSOIOSOOOIOI® oo o0o0000000oa
0 0 (D) 56" x60" CLEARANCE
l; : (E) SINK, SEE PLUMBING DRAWINGS
L : (F) TOILET, SEE PLUMBING DRAWINGS
]
. (E) (G) MIRROR 30" x 72", HEAD HT. 7'-0"
(]
) (E) GENERAL (H) WOOD HANDRAIL TO MATCH EXISTING. HOLD BACK 2" FROM
. : GENERAL PURPOSE DOOR AND SIDELIGHT FRAME, PROVIDE BRACKET & BACKING
.I OO XK X ) . PURPOSE RADIOLOGY PLATE
o RADIOLOGY ROOM 02 (J) BUMPER GUARD - HOLD BACK 2" FROM DOOR AND SIDELIGHT
o ROOM 01 FRAME. PROVIDE BRACKET AND BACKING PLATE
. F1-209
: F1-211 (K) SURFACE MOUNTED CORNER GUARD: MATCH EXISTING, SEE
. DETAIL 14/A801
: (L) EXISTING BUMPER GUARD AND HANDRAIL TO REMAIN
]
(]
beoccoeny ] (M) RELOCATED DOOR, HARDWARE, & FRAME
(] (]
] .
(] (]
. ]
(] (]
. 5 (E) TOILET
(E) OFFICE (E) OFFICE (E) OFFICE o o = N
24 F1-288 F1-286 . .
(E) OFFICE +— AREA OF WORK o \
] L
5-6112" F1-280 Z/: . | FLOOR PLAN SHEET NOTES
(] (]
------------------------------------- -—lir —-——=q °
[ ] | [ ]
(A02| — ® TYP : : : 1. NEW AND EXISTING OUTLETS, JACK COVER PLATES, AND ELECTRICAL CONTROL
. 6-8" /7 6-3 . O 0 DEVICES TO BE WHITE COLOR, U.N.O.
31-91/2 I % 2. REFER TO DETAILS ON SHEET A802 FOR TYPICAL BRACING AT NEW PARTITIONS
i SO / . - : 4 REFERTO SHEET ABOS FOR TYPICAL PARTITION DETAILS. o0
! ===== S9cccccccc/cssccsssssssccd = : : 5. CUT AND FIT COMPONENTS AS REQUIRED TO ALTER EXISTING WORK FOR
" K | == s 1l 2 INSTALLATION OF NEW WORK. PATCH DAMAGED AREAS TO MATCH ADJACENT
I °™h M ‘ (. I MATERIALS AND FINISHES.
I - - T T < I 6. REMOVE AND CLEAN ANY ITEMS TO BE RE-USED PRIOR TO RE-INSTALLATION.
V"~ TOILET | @ - TN i) \ ! 7. STAGGER JOINTS IN GYP. BD. SHEETS 24" ON EACH SIDE AND ON OPPOSITE SIDES
AU \ Ve X ) AT ALL ACOUSTICAL PARTITIONS.
(E) N[ F1.268 , AN ©ﬁ DRESSING' I N ’
RADIOLOGY \ ; £ J/ ] ‘\H N~ ROOM -—Q) : " :
SUITE Vo8sSE @ 4 A\ F1-270 ! o "
F1-284 ! : .
| o | o (E)
l ! . CONFERENCE
I I ) ROOM
: : .
i i . F1-215
: ®- 1 o g :
L (@]
! ©- : K :
| | 0
I I .
! ! .
] (LcooD : o
o i | [}
. ! ! o
: @ i :
o : " O :
: bk il e (o : .
]
] ' o : ‘
: e ® :
[ ] 1 |@ ~ _ ! [}
: S : : o FLOOR PLAN LEGEND
° (E) I : : ELECTRICAL
. LEARNING : | . ROOM
. CENTER ! . E-1.1
(]
F1-254 ]
: ) [ D EXISTING WALLS
] "
: ....................... [ ] NEW WALLS
]
: : :
(] (]
: : — Seeeeeen BXSTHO U IRE BRI AL PER
o o o SMITHGROUP.
. : : PROJECT NUMBER 640-424.
(]
) : : = e e e == {_HR FIRE BARRIER WALL
................. [ ] ()
[ ] (] [ ]
. ) .
[ ] (] [ ]
GGoooooo0oo0o000OOOOLOLOOOOOOOEOOOONONOO ° (E)CHEST S|
: ROOM
: F1-225
(E) ( o
E) (E) 0
e DRESSING || DRESSING o
ROOM ROOM 3
F1-240 F1-229 F1-227 |
(]
(]
[ A N N N N N NN N J [ ]
(]
]
]
(]
(]
]
]
(]
(]
]
l'l (XXX XXX
1 FLOOR PLAN
1/4" = 1'-0"
CONSU LTANTS ARCH |TECTS/EN G | N EERS Drawing Title Project Title Project Number Off f
, , . | 5. ice 0
FLOOR PLAN Radiology Renovation for 640-15-129 ,
, Mammoaraph Building Number Construction
A NDERSON BRULE T grapny 100
. | | - . | | . | | CO N STRU C I O N and FaCllItIeS
ARCHITECTS Approved: Project Director Location Drawing Number M t
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(A) CHANGING ROOM BENCH, TBD
WAITING AREA CHAIRS, TBD
E) OFFICE (C) WAITING AREA TABLE, TBD
E) OFEICE ( )CHIEF (E) SECY / (E) (D) SIGNAGE AT THIS LOCATION - SEE SHEET A700
(E) WAIT STORAGE FOR TYPE AND LOCATION OF SIGN
F1-291 RADIOLOGIST
F1-287 F1-285 F1-283
(E) HAC
| F1-281
= (E) (E)
GENERAL GENERAL
HALLWAY PURPOSE PURPOSE
F1-C12 RADIOLOGY RADIOLOGY
ROOM 01 ROOM 02
F1-211 F1-209
(E) OFFICE (E) OFFICE (E) OFFICE TOILET F I N IS H PLAN S H E ET N OTES
24 F1-288 F1-286 F1-217
(E) OFFICE AREA OF WORK \ B
|
F1-280 / 1, CENTER THE TRANSITION OF FLOORS OCCURRING IN DOOR OPENINGS UNDER THE
CENTER OF THE DOOR IN CLOSED POSITION, U.N.O.
2. TILE JOINTS: ALIGN ALL JOINTS IN FLOOR & WALL TILES WHERE PARTITIONS AND
e sttt —--r----1 FLOORS MEET. CENTER THE TILES IN THE ROOMS WITH NO START INDICATED ON PLAN.
: | NO TILES AT THE ROOM PERIMETER SHALL BE LESS THAN HALF THE WIDTH OF THE
! TOILET ! ToE
. ! 3. ALL PARTITIONS TO RECEIVE SEMI-GLOSS OR GLOSS PAINT TO BE FINISHED TO LEVEL 5
fe——————— 4 | F1-268 | FINISH PER GYPSUM ASSOCIATION STD. GA-216, U.N.O. ALL OTHER PARTITIONS TO BE
! L i LEVEL 4 FINISH PER STD. GA-216.
| |
l | ipe— | | l
o T (D W | R i
RADIOLOGY i | \'/ | ] DRIEOSS,'VTG D'fosgl'v'l"G !—IALLWAY
SUITE ! |
i D | F1-270 F1-272  F1-C10
F1-284 | a> ||’ @D | |
: @ T et : (E)
! R / | ! CONFERENCE
! ,/),_______f____.i | ROOM
: K t ] _[| : F1-215
l ©) ® l
| |
| T — |
| | | ] ‘T !
! L J :
i |
! !
. EXAM !
: ROOM I
bommmmmmmmmmmoee- ; F1-264 : FINISH PLAN LEGEND
: :
| |
|
(E) : uhniie i I
/ (RF1) RUBBER FLOOR, MANNINGTON, COLORFIELDS, THERMOSET RUBBER, TYPE TS,
LEARNING : : (E) @D COLOR: 894 SANDBOX
CENTER : | ELECTRICAL 6" COVED RUBBER WALL BASE, JOHNSONITE, COLOR: 31-ZEPHYR
F1-254 L J' ROOM , , 1 31-
""""""""""" E-1.1 FLOOR TILE, CROSSVILLE, SPEAKEASY, 8"X36", COLOR: AV281 SIDECAR WITH
CUSTOM BUILDING PRODUCTS GROUT, COLOR: #09 NATURAL GRAY
- WALL TILE, FIELD, DALTILE, MODERN DIMENSIONS, 4 1/4"x8 1/2" COLOR: 775 MATTE BISCUIT,
WITH CUSTOM BUILDING PRODUCTS GROUT, COLOR: 333 ALABASTER, SEE ELEVATIONS,
SHEET A700
WALL TILE, ACCENT, DALTILE, COLOR WAVE CLASSIC BLENDS, 2X1 BRICK-JOINT MOSAIC, COLOR:
WILLOW WATERS CW21, WITH CUSTOM BUILDING PRODUCTS GROUT, COLOR: #09 NATURAL GRAY
SEE ELEVATIONS, SHEET A700
HALLWAY
(E) F1-C11
WAITING (E) CHEST
AREA ROOM S—
F1-240 F1-225
(E) (E)
DRESSING DRESSING
ROOM ROOM
F1-229 F1-227
|
1 FINISH, SIGNAGE & FURNITURE PLAN
1/4" = 1-0"
CONSU LTANTS ARCH |TECTS/EN G | N EERS Drawing Title Project Title Project Number Off f
: : : . ICE O
Radiology Renovation for 640-15-129
FINISH, SIGNANGE, & FURNITURE PLAN i X T Construction
ANDERSON BRULE ammograpny 100
ARCHITECTS Approved: Project Director Location Drawing Number M t
DOCUMENTS o £PAH
Date Checked Drawn A23O &
ADDENDUM 1 08/29/16 2119/2016 VA %é PAHCS
Revisions: Date DWg of Veterans Affairs \/‘\ Palo Alto Health Care System
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(A) WALL MOUNTED DIRECT LED LIGHT FIXTURE ABOVE THE MIRROR
. . WALL MOUNTED INDIRECT/DIRECT LED LIGHT FIXTURE
(©) GYPBOARD SOFFIT
PERIMETER CEILING ANGLE FOR EXISTING ACT
O,
(E) OFFICE (E)
CHIEF (F) oY ! STORAGE
(E) OFFICE RADIOLOGIST F1-283
F1-291 F1-287 F1-285
L (E)
GENERAL
PURPOSE
RADIOLOGY
ROOM 02
(E)
GENERAL F1-209
PURPOSE
N RADIOLOGY
ROOM 01
F1-211 REFLECTED CEILING PLAN SHEET NOTES
(E) OFFICE E) TOILET ; REFER TO THE ARCHITECTURAL REFLECTED CEILING PLAN FOR:
(E) OFFICE (E) OFFICE (E) OFFICE F1-280 F\(-21 7 ' -THE GENERAL TYPE AND SPECIFIC LOCATION OF LIGHT FIXTURES
24 F1-288 F1-286 -THE LOCATION OF EXIT SIGNS
\ -THE LOCATION OF WALL-MTD. LIGHTING FIXTURES +60" AFF OR ABOVE
3. PREPARE AND SUBMIT THE FOLLOWING DRAWINGS TO THE ARCHITECT FOR REVIEW AND
I COORDINATION PRIOR TO ORDER OR FABRICATION OF MATERIALS ANDISIALLATION OF
SYSTEM:
-HVAC DRAWINGS
_— AREA OF WORK -ELECTRICAL CIRCUITING AND SWITCHING PLANS
-SPRINKLER DIAGRAMS AND HEAD LOCATION
DRESSING / 4. EEE\IT GTso DETAIL SHEET A802 FOR SEISMIC BRACING OF NEW AND MODIFIED SUSPENDED
_________ 5. INSTALL THE SUSPENDED CEILING TO BE LEVEL WITHIN A TOLERANCE OF 1/8" IN 12-0".
1 ANCHOR AS REQUIRED.
: DRESSING 6. INSTALL PERIMETER CEILING ANGLE TIGHT TO PARTITION, FREE FROM CURVES, BREAKS,
" AND OTHER IRREGULARITIES.
" ROOM ] 7. WHERE ACOUSTICAL TILES ARE REQUIRED TO BE CUT, CUT THE TILES TO MAINSARRR
— | AND NEAT EDGE.
- F1-272 8. INSTALL NEW SPRINKLER HEADS AND LIGHT FIXTURES AT THE CENTER OF THE
TOILET o T ACOUSTICAL CEILING TILE, U.N.O.
o S 9. ACOUSTICAL TILES ARE TO BE VINYL FACED AT RESTROOM
F1-268 S
(E) \ .
RADIOLOGY 0" L
SUITE S R,
F1-284 - ¥
: T — 1 N
I
: f&/d\..w/ - (E)
A | - |VEST|BULE ~ L CONFERENCE REFLECTED CEILING PLAN LEGEND
| O C | [F1eeo || © 1O g2
| — — F1-215
I
! : [ 9-0"AFF. | i i NOTE: SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION
I N
I ‘ 1
: 90" AFF 1'- 45032 EXISTING 2' x 2' ACT GRID
! P l
L h N/ g EXAM ‘ 7 . ‘ :
N RQOM L u
I
) F11264 :
! NEW 2' x 2' ACT GRID
I
| (E)
(E) i ELECTRICAL
LEARNING ROOM
CENTER E-1.1 NEW GYP CEILING
F1-254 |
2X2 LED FIXTURE
O 6" LED DOWNLIGHT
I LED WALL MOUNT DIRECT, 3' LENGTH
| LED WALL MOUNT INDIRECT/DIRECT 4' LENGTH
(E) CHEST ——
ROOM
(E) CEILING MOUNTED ILLUMINATED EXIT SIGN
WAITING | | | F1-225
AREA A
F1-240 (E) (E) L RETURN AIR CEILING DIFFUSER, SEE MECHANICAL DRAWINGS
- DRESSING DRESSING L
ROOM ROOM
"E14990 | A
| F1-229 | F1-227 :l ) > . l: SUPPLY AIR CEILING DIFFUSER, SEE MECHANICAL DRAWINGS
ASEIRN
]
}1 ) R 1} EXHAUST AIR CEILING DIFFUSER, SEE MECHANICAL DRAWINGS
Ll
[ ]
N | / ‘ ‘ \ ‘ ‘ /
BUILDING FIRST FLOOR REFLECTED
- CEILING PLAN ADDENDUM 1
1/4" = 1'-Q"
08/29/16
CONSU LTANTS ARCH |TECTS/EN G | N EERS Drawing Title Project Title Project Number Off f
, , . | 5. ice 0
REFLECTED CEILING PLAN Radiology Renovation for B Construct
ANDERSON BRULE C C T Mammography Building Nurzibab onstruction
. . - . ' . . - . ' . . - . ' | ONSTRU ION and FaCllItIeS
ARCHITECTS Approved: Project Director Location Drawing Number M t
DOCUMENTS o £PAL
Date Checked Drawn ABOO &
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& SOFFIT/DOOR & SIDELITE
\ LIGHT FIXTURE
LIGHT FIXTURE —
:
i I
GYPBOARD|SOFFIT
WALL SIGN
/ / _
/ . .
E / ) i m
o / / ‘ ‘ 11 N
2 /! A700 S —
T U A
o} / — -
: ; 7
—
S 8 < >
O
Z
5 I 2 :
—_ o ~
< AN
5 - | :
N v /\/\/\/\/\/\J— i /\f\/ ; \/\/\ &; M
i © < ‘ — -] S| & O C ) : ' ‘ -
| - - T o= )
. © . | = . /
- \/\/ < ii
\ . \ \ N . “ S A \/\j\_/\_ | | /
\ h \_Jf
AN N A
\ N |
\ ! !
N
} \ ‘ - W
X ) | L
N\
X | — -
) ‘ | il N
Y Y Y N
M m m 7"-9" 13 13
- 7801 NATURAL QUARTZ COUNTERTOP
1 Entrance Elevation A801/ \ 2801 Elevation 1 - ¢ .Asm -
3/4" = 1'-0" 2)34" = 10" 3, Sink & Toilet Wall Elevation 4 Elevation 1-a
3/4" = 1-0" 3/4" = 1-0"
FLUSH VALVE ON
WIDE SIDE TYP. A700 A700 A700 AT00
2 Q" 3'- 0"|MIN. CLEAR SPACE FOR L/
GRAB BAR WRAP PIPES PER ACCESSIBILITY Y
0'- 10 min. 7~ NURSE MIRROR| ~ ACCESSIBILITY /
\ ' CALL 6" M
N A - REQUIREMENTS /
C MAX - Y CONTROLS
TP t MIN. 1M I SR [J—r []
HOLDER : N . D _ 48" AFF.
—o d w O -
X |6=0 , \ ; — N 0] % %
< = g X = o N
28088 T. l : 2 s 2 : : 3 3 ;
ilr g e & %: K . o) 5 g N i_o £ X N \ v
E") 2 & ) N I pd <t el N\ N N /
- [7p] - . . N AN N AN N , /7
RN ACCESSIBLE N B 2
WATER CLOSET LAVATORY 8" MIN. KNEE ___ 6"MAX. COMBO SOAP COAT HOOK SWITCHES, CARD i S N i AN L/ i
CLEARANCE TOE CLEARANCE RECESSED DISPENSER (OFC)) CONTROLS, READER \ N Y
NOTE: 17" MIN. PAPER (MAX. 4" THERMOSTATS, & r j N 7/
SAME CLEARANCES TOWEL/WASTE  PROJECTION MANUAL FIRE ! ! ! ! | | N / ‘ ‘
APPLY FOR LAVATORIES RECEPTACLE ~ FROM WALL) ALARM PULLS | | | | AR /
MOUNTED IN ‘ ‘ N /
COUNTERTOPS L ) ’ N ’ ’
TYPICAL MOUNTING HEIGHTS FOR : - AN AN
14 ACCESSIBLE ELEMENTS AN AN
| L J— ' n N N 4
1/4"=1-0 NOTES: AN AN )/
¢ 1. SAN SERIF TEXT RAISED 1/32" MIN & L,/ 7 AN
5/8" HIGH. WIDTH-TO-HEIGHT RATIO OF / / N
PERMANENT ROOM 3:5TO 1:1 AND STROKE WIDTH TO 7 7
/ IDENTIFICATION HEIGHT RATIO OF 1:5 TO 1:10 Y /
| / SIGN PROPORTIONS PER CBC 1117B.5.3, AND T A 3/16" Acrylite P95 colorless acrylic sign panel. Paint second surface / /
LETTERS AND SYMBOLS PER CBC w to match C-1. Do not paint edges. ,/ ,/ N
y ( } 1117B5.5 ¢ OF TACTILE CHARACTERS i B. Rowmark tactile copy tipped into A with minimum 1/32" relief. Color / / N
¢ / ~__ | - to match R-2. Typeface is Helvetica Bold Condensed. 7 , AN
\ | TOILET ROOM 2. GRADE 2 BRAILLE W/ DOME SHAPED e e —® C. Clear Acrylic bead Braille. ) )/ AN
=5 IDENTIFICATION DOTS SHALL BE 1/10 INCH O.C. IN EACH L = D. 1/4" x 3/8" solid aluminum plate with #4 horizontal brushed finish and , N
5 \ DOOR SIGN CELL, 2/10 INCH SPACE BETWEEN | I il & 0 U T P AT I E NF—@’ matte clear coat. , , AN
o) AN CELLS, AND DOTS SHALL BE RAISED L0 =z E. Screenprinted copy. Colot to match C-8. Typeface is Helvetica Bold Y Y N
N 1/40 INCH MIN. 18" MIN S T H E R A PY Condensed. e 7 AR
N\ : O || F. 3/16" Acrylite P95 colorless acrylic sign panel. Paint second surface , , \
e —® ®
N 3. WALL MOUNTED SIGNAGE TO BE CLR - to match C-2. Do not paint edges. , )/ N
LOCATED ON LATCH SIDE OF DOOR, G Y IVI G. 1/16" thick black acrylic backer panel. , , N
/7 /7 N
@ DOOR ELEVATION W/ SIGN LOCATION CLEAR OF DOOR SWING. @ LOCATION OF TACTILE SIGNS AT DOORS L ’ ’ A
Seale: Hall Slze Side View
SIGN TYPE - IN-300 - ROOM
5 TYPICAL SIGNAGE LOCATION 6 IDENTIFICATION AND DESCRIPTION 8 HALLWAY - CHANGING ROOMS
\ . =1 1/%" = 1'_0" Ol - 9" 3" = 1'_0" 3/ n - 1'_0"
o X i/
°S9 :
Nk Q W
S
3 —
o~ @ —) A. 3/16" Acrylite P95 colorless acrylic sign panel. Paint second
_C'J surface to match C-1. Do not paint edges. A700
- <_<|:D B. 1/4" x 3/8" solid aluminum plate with #4 horizontal brushed
2 ) i ® finish and matte clear coat.
- = = i C. Rowmark tactile copy tipped into A with minimum 1/32"
! ; . - relief. Color to match R-2. Typeface is Helvetica Bold
>N [ L J =l ~ E XA M e Condensed.
i " D. 3/16" Acrylite P95 colorless acrylic sign panel. Paint second
3 = R 0 0 M 1 surface to match C-2. Do not paint edges.
Nl 0o %@ +5'0" AFF | 5 e —0® |[—® E. Clear Acrylic bead Braille.
- ' YRR Mo ® F. 1/16" thick black acrylic backer panel.
D
S ° b
o | ™M N =
f) Side View
N I
\: RESTROOM Cc SIGN TYPE - IN-300.1: ROOM ID FOR | |
~— Rl
/5 = : O 7 LEAN/PACT CLINIC AREA ! !
_{ -/ 3u - 1!_0||
©% ?
o« ™M
© o IN-320.3: Elevati A 3/16" ACRYLITE P95 COLORLESS ACRYLIC 12" DIAMETER CIRCLE. - { S
oo AP EIREION PAINT SECOND SURFACE TO MATCH C-1 OR C-2. TO CONTRAST s[ =] v
DOOR COLOR. 1/8" RADIUS ON ALL CORNERS AND EASE ALL ' f
ALL DETAILS PER SIGN TYPE IN-320, EXCEPT EDGES. il
AS SHOWN. B. 1/16" ACRYLITE P95 COLORLESS ACRYLIC 10 1/4" EQUILATERAL e ke : 2 @
*NOTE: IN-320 IS ALWAYS PAIRED WITH IN- TRIANGLE PERMANENTLY ADHERED TO A. PAINT SECOND e
300. SURFACE TO MATCH C-1 OR C-2, TO CONTRAST A. 1/8" RADIUS ON
MOUNT IN ALIGNMENT WITH IN-300 ALL CORNERS AND EASE ALL EDGES OF THE TRIANGLE.
A. 3/16" Acrylite P95 colorless acrylic sign g =
panel. Paint second surface to match SIGN TYPE IN-323 CA24 UNISEX DOOR ‘ ‘ ad
C-1. SIGN | | j A 3/16" Acrylite P95 colorless acrylic sign panel. Paint
B. Screenprinted copy, color to match C-2. 10 3" = 10" = second surface to match C-2. Do not paint edges.
Typeface is Helvetica Bold Condensed. -7 2 —® B Rowmark tactile copy tipped into A with minimum
C. Clear Acrylic bead Braille. = I N T E RV E N TI 0 N A b —® 1/32" relief. Color to match R-1. Typeface is
D. 1/4" x 3/8" solid aluminum plate with #4 Helvetica Bold Condensed.
horizontal brushed finish and matte clear u C. Clear acrylic bead Braille. = =
coat. £ | RA D I 0 L 0 GY D. 1/4" x 3/8" solid aluminum plate with #4 horizontal
E. Rowmark tactile copy tipped into panel “ 5 | @ brushed finish and matte clear coat.
with minimum 1/32" relief. Color to e E. 3/16" Acrylite P95 colorless acrylic sign panel. Paint
match R-1. Typeface is Helvetica Bold g ® second surface to match C-1. Do not paint edges.
Condensed. ISA Symbol is to be P F 1/16" thick black acrylic backer panel.
displayed where applicable.
F. 3/16" Acrylite P95 colorless acrylic sign ‘ / \ ‘ , ‘ \ ‘
panel. Paint second surface to match
C-2.
SIGN TYPE IN - 320.3 RESTROOM ID SIGN TYPE - IN-310: DEPARTMENT ID
(UNISEX) @ (TACTILE) 12, HALLWAY - EXAM ROOM ADDENDUMi
@ " p " 3" = 1 l_Oll 3/4" = 1 l_Oll - - -
T 08/29/16
CONSULTANTS: ARCHITECTS/ENGINEERS: Draving T e Tie LT ofien
INTERIOR ELEVATIONS & SIGNAGE Radidlogy Renovation for Bu"dmgﬁuom:: e Construction
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DOCU M EN | S Pat Checked ] Draum A VA 2 PAHCS
ADDENDUM 1 08/29/16 7119/2016 S
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NOTE: METAL STUDS,
PAY SPECIAL ATTENTION TO NOT SEE PARTITION
OVER-SPIN THE #14 TEK SCREWS. SCHED. FOR SIZE
PROVIDE ADDITIONAL SCREWS AT
ALL LOCATIONS WHERE OVER-
SPINNING OF SCREWS HAS
OCCURRED. PARTITION AS
SCHEDULED
DOOR AND FRAME SCHEDULE g PARTITION PER PLAN
Outside i, .
ROOM NAME DOOR # | HW SET | MODE WIDTH HEIGHT THICKNESS | DOOR FINISH Frame Location  |Inside Location COMMENTS ; #14 TEKSCREWS @ 12" O.C.
9/16" "
: ,, : ,, : ,, 5 20 GA HDS HEADER N e
DRESSING ROOM CROO1 01 SGL 3 -0 7 -0 00 — 1 3/4” |wD HM HALLWAY CHANGING
FASTEN AT BOTH .
ENDS WITH MIN. 4 ROOM ALUMINUM DOOR FRAME _
TAPPING SCREWS DRESSING ROOM CRO02 01 SGL 3 -0 7 - 0" 0" — 1 3/4” WD HM HALLWAY CHANGING VALANCE T g WITH GASKETING — 24
ROOM s
EXAM ROOM EROO 02 SL 3 —41/27 |77 -0 0’ — 1 3/4” [wD UNK HALLWAY EXAM ROOM  |3’—0” CLEAR OPENING S B . =
HALLWAY HOO1 03 SGL 3 -0 7 - 0" 0 -0 1/2” CORRIDOR HALLWAY 5 - o
~— CUT HORIZONTAL : 5 : 5 A s T #12SMS @
FASTENER FROM (E) RADIOLOGY SUITE LCOO1 04 SGL 3 -0 7 -0 0" — 1 3/4” |WD EXST (E) LEARNING [(E) RADIOLOGY [ — 12'0.C.
\ STUD CENTER SUITE CARRIAGE TRACK 787
TOILET ROO1 01 SGL 3 -0 7 - 0" 0 — 1 3/4” |WD HM HALLWAY RESTROOM
VERTICAL WALL STEEL DOOR
WALL FINISH STUDS AT 16" [406mm] 1 FRAME
ISOMETRIC OR 24" [610mm] O.C.
GENERAL NOTES: _/ \\\\
| | BARN DOOR \ \\
1.CONTRACTOR SHALL ' ' ' A - ggSEbSEE DOOR
COORDINATE ~ }+—— —f! =
LOCATIONS OF | | n a a TEAMLET EXAM ROOM
HORIZONTAL R WORKROOM
FASTENERS PLAN A8O1 AB01 A8O1 A801
1-0" @ HOLLOW METAL DOOR HEAD @ GYP. BD.
4", SLIDING DOOR HEAD DETAIL 6"=1-0
ANCHORAGE - GRAB BARS AND P > 3" = 10"
/ /
13 Cf\?ll\fE"I"S K o 1/2" MIN. TYP.
3"=1-0 o K NOTE:
" om 1/4" RADIUS, TYP. PAY SPECIAL ATTENTION TO NOT ; .
0-2 g g 2 © | PARTITION AS
hé ~— HIGH IMPACT VINYL ACRYLIC )/ / OVER-SPIN THE #14 TEK SCREWS. > | SCHEDULED
EXTRUSION CORNER GUARD , , PROVIDE ADDITIONAL SCREWS AT ‘
. 1 |4 %, ASSEMBLY S 7 / ALL LOCATIONS WHERE OVER- / |
. — - ) , , // ,— DOOR PULL SPINNING OF SCREWS HAS | |
S o o (BOTH SIDES) OCCURRED. — ‘ ,
: SEE FLOOR PLAN FOR CORNER / E % / / m ENcy ST /
GUARD TYPE . ~ J . : H H _—————— ZCLP
A801 -
N \ 8 N \ v //
oG /
. . 4 90 DEGREE MITERED L w A v S a N PARTITION PER PLAN -
WALL RETURN, TYP. 8 E a0t . " S ago1 . =R VALANCE ) / - METALSTUDS,
- <3 N S - N | A801 g SEE PARTITION
_ 4 > o8 \ © Y n \As01/ ; | SCHEDULE FOR SIZE
EASED EDGE, TYP. ~ N o | 5 N
N\ % A801 \ . _:
<« SEE FLOOR PLAN FOR iR 5 N ™
EXTENT OF HANDRAIL N i N\ CARRIAGE - #14 TEK SCREWS @ 12" O.C \ \ \
E 1 b CARR BN i -~ \\ I ——— #12SMS @ 12" O.C.
PARTITION AS SCHEDULED jé 2 8 TEMPERED \ 5 g
: . GLASS : \\ \ SR :
NOTES: 0-1172 " n ﬂ : \\\ | STEEL DOOR FRAME
1. SEE FLOOR PLANS FOR TYPICAL LOCATIONS 0'-11/2 A801 A801 BARN DOOR | AR ‘
2. EXTEND CORNER GUARDS FULL HEIGHT |
A1 A2 A3 . FACE OF ADJACENT
FLUSH FLUSH BARN DOOR A GLASS / SIDELIGHT 4" TYP. UNO. | PARTITION, WHERE
’
SURFACE MOUNDED CORNER GUARD OCCURS
(CB-BX) DOOR TYPE :
@ 3" — 1' 0" 8 1/2" — 1| Oll /\/
TEAMLET EXAM ROOM DOOR. SEE DOOR
WORKROOM SCHEDULE
n D
1!
<0~ 5)-SLIDING DOOR UPPER TRACK DETAIL 2 HOLLOW METAL DOOR JAMB @ GYP. BD.
GLASS DOOR g 6 & 3 = 1 'O 6" - 1|_O||
- PARTITION AS SCHEUDLED we e
P SCHEDULED _ 2P %
: TOP OF BUMPER GUARD PARTITION oz
\ 14" AFF <E|D NOTE:
— 5E|3 NOTE:
R N rE T PAY SPECIAL ATTENTION TO NOT ALUMINUM DOOR FRAME
= BUMBER GUARD COVER, MATCH L= OVER-SPIN THE #14 TEK SCREWS. ) WITH GASKETING
3 EXISTING GLASS DOOR PROVIDE ADDITIONAL SCREWS AT J 1 SARTITION PER PLAN
ST < ALL LOCATIONS WHERE OVER-
,\ ALUMINUM RETAINER ] ~—— INTERIOR ALUMINUM FRAME | SPINNING OF SCREWS HAS
— FASTERNER, TYP. : 5 _
- o \ OCCURRED 20GA HDS JAMB STUD
. \ —— FACE OF ADJ.
. REGRIND BUMPER 081216 - INTERIOR ALUMINUM SILL ' PARTITION WHERE EXAM ROOM
e 088000 - GLAZING OCCURS
| 0'-4"TYPUNO|, AV ‘
' MOUNTING CUSHION 7 2) #14 TEK SCREWS 6" '
a 11 BOOR JAMB AND @ ALUMINUMHEAD JAMB. A\ A A A ER oM EA END OF JAMB ’
/ W 3" = 1 l_Ou 3" = 1 '_O“ AND AT CENTER (TOTAL
B —— BACKING PLATE AS SCHEDULED OF (6) FASTENERS)
#12 STAINLESS STEEL |
RESILIENT BASE. FINISH, SIGNAGE & SMS.@ 12"0C " —— S
/ FURNITURE PLAN, SHEET A230 FOR TYPE IR ————— — — = =
’ T =
. | | 2%
1 | = | 1 -
' - ‘\ v e — e+ S |
\ sT|
<> ‘\ SCHEDULED _| =F|®
SE¢§I|_L| RAIL AND BUMBER GUARD ‘\ PARTITION =S @ -~ ACOUSTICAL INSULATION
15y D= 1AL 088000 - GLAZING 088000 - GLAZING — | SE |3
3"=1-0 081216 - INTERIOR 081216 - INTERIOR A s CONTINUOUS SLIDING
ALUMINUM SILL ALUMINUM FRAME — BARN DOOR RAIL (ABOVE)
) 079200 - JOINT SEALANT & 081216 - INTERIOR f.éla. S TEAMLET
N BACKER ROD ALUMINUM SILL A ) JAMB WORKROOM BARN DOOR
2 OPENINGS < 5'-0" WIDE, SEE 7/A1003
s PARTITION AS SCHEDULE OPENINGS > 5'-0" WIDE, SEE 10/A1003
/ k SHIM AS REQUIRED |
0.157" DIA. HILTI X-U PAF w/ —— FACE OF ADJ.
\ WOOD HANDRAIL (MATCH EXISTING) 1-1/4" EMBED PER ICC ESR-2269 PERPENDICULAR PARTITION 6 SLIDING DOOR JAMB DETAIL
1 oo-12 @ 12" 0.C. & 2" FROM ENDS WHERE OCCURS 3" = 10"
1
’ SIDELIGHT SILL SIDELIGHT SILL AND JAMB
] 12 n ) 1] 10 n ] n
g 3"=1-0 3"=1-0 /\/
| WOOD BRACKET, TYP.
1 BARN DOOR
BACKING AS SCHEDULED FOR WALL #8 S.M.S.
MOUNTED HANDRAILS FINISH FLOOR
o
\¥ 3
OUTLET OR SIMILAR \ !
T 4/\/
@ TEAMLET EXAM ROOM
WORKROOM
WALL MOUNTED WOOD HANDRAIL
16 DETAIL (WPS-2 & WPS-3) 7 SLIDING DOOR SILL DETAIL
3" = 1'_0" 3" = 1|_Oll
ADDENDUM 1
CONSU LTANTS ARCH |TECTS/EN G | N EERS Drawing Title Project Title Project Number Off f
DOOR SCHEDULE & DETAILS Radiology Renovation for pHO-1129 onstruction
’ Building Number C
R S CONSTRU CTION MammOgraphy | 100 u
ARCHITECTS Approved: Project Director Location Drawing Number M t
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